Use corner block (see Fig. A).
Two (2) courses under beam seat - grout cells full.

Maintain min. 1/2” clearance between wood and masonry where applicable.

Fire cut beam when masonry is continued above.

Beam or girder truss see structural plans.

Beam seat see structural plans.

Beam seat on beam seat per schedule.

1/2” solid pack grout.

Mortar.

Rebar centered on beam seat per schedule.

Vertical centered on beam seat in full grouted cell. See structural plan for required number of adjacent grouted cells.

Use “end” block fully grout 2 cells.

1' 4”

Exterior

Interior

Scale: NTS